
 

 

Appendix D.05 
 

District 5 ADA Audit Summary 
 

Date: 12/9/2015 
Last Revised: 7/28/2016 
 
Non Compliance Items: 
 

 Accessible Parking Spaces 

 5.a) Each van‐accessible parking space is designated with a sign displaying 
the wheelchair symbol that reads “VAN ACCESSIBLE”. 
 Install “VAN ACCESSIBLE SIGN” R7‐8a sign with own forces. 

.COMPLETE June 2016 
 6.c) Signs are mounted on a post with the bottom of the sign at least 60 

inches off the ground. 
 Signs are 51” off the ground.  
 Reinstall signage 60” minimum from ground with own forces .  

COMPLETE June 2016 

 Accessible Interior Path of Travel – Obstacles 

 Objects that protrude into the path of travel such as fire extinguishers, signs, 
drinking fountains, potted plants, furniture, etc., extend less than 4 inches 
into the path of travel. 
 Drinking fountains 

 2.a)Any protruding objects are mounted lower than 27 inches from the floor. 
 No 

 2.b)Any protruding objects are mounted higher than 80 inches from the 
floor. 
 No 

 3.)Can the objects be removed or can the route be changed to avoid the 
objects. 
 No, drinking fountains attached to the wall. 
 Put down MAT under fountain.  Reference page 23 of audit. . 

COMPLETE June 2016 
 

 Accessible Toilet Rooms Checklist 

 9.b) If there is a closer, meaning the door closes by itself, the door takes at 
least 5 seconds to close. 
 Adjust automatic closer timing with own forces. .  COMPLETE June 

2016 
 

 Toilet Stalls 



 

 

 4.b) The accessible stall door hardware, and, if available, the coat hook are 
mounted no higher than 48 inches from the floor. 
 Currently 52”, remove and reinstall hardware to <48” high with own 

forces. . COMPLETE June 2016 
 6.b) Does the door swing out of the stall. 

 Remove and reinstall door stop in reverse direction to allow doors to 
swing out of the stall with own forces. (1 stall in all bathrooms) .  
COMPLETE June 2016 
 

 Drinking Fountains 

 If the water fountain is open beneath, it is either recessed or, if it protrudes 
more than 4 inches into the path of travel, a rubber mat has been placed 
under the water fountain to provide a touch on cane detectable warning. 
 Install mat under drinking fountain with own forces. .  COMPLETE 

June 2016 
 
 
Notes: 
 

 Accessible Parking Spaces 

 5.e) Where possible access aisles have NO PARKING signs. 
 Placement of sign would obstruct the accessible route to the 

accessible building entrance. Signage NOT required, currently IN 
COMPLIANCE. 

 6.d) Where possible access aisles have NO PARKING signs. 
 Placement of sign would obstruct the accessible route to the 

accessible building entrance. Signage NOT required, currently IN 
COMPLIANCE. 
 

 Accessible Interior Path of Travel and Interior Doors 

 During review didn’t find door hardware that was mounted at 31”.  All 
hardware found mounted around 41”, currently IN COMPLIANCE. 

 


