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ADDENDUM # 3 to RFP 13-06-GFMAINT 
 

THIS DOCUMENT SHALL BE INITIALED BY THE CONTRACT SIGNATORY AND 
SUBMITTED WITH THE VENDOR’S BID RESPONSE. 

 
RFP: 13-06-GFMAINT Fire Alarm Services 
 
RFP Deadline: May 17, 2013, no later than 2:00 EST 
 
(1) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 

5.7, Frequency and Timeliness of Services, p. 19 of 69.  
 

• Delete:  The Contractor shall provide a proposed schedule for semi-annual inspections and testing to 
the NH Department of Corrections at a minimum of two (2) weeks (ten business days) before the 
actual inspections occur.  Semi-annual inspections and testing shall be coordinated with the 
Department’s Administrator of Logistics or designee prior to on-site visits.  For staffing and security 
purposes, scheduling for semi-annual inspections and testing may be determined for the Contractor 
at the discretion of the Department. 

 
• Insert:  The Contractor shall provide a proposed schedule for annual inspections and testing to the 

NH Department of Corrections at a minimum of two (2) weeks (ten business days) before the actual 
inspections occur.  Annual inspections and testing shall be coordinated with the Department’s 
Administrator of Logistics or designee prior to on-site visits.  For staffing and security purposes, 
scheduling for annual inspections and testing may be determined for the Contractor at the discretion 
of the Department. 

 
(2) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 

5.7, Frequency and Timeliness of Services, Paragraph 5.7.2, p. 19 of 69.  
 

• Delete: All operational components of the fire alarm system must be inspected and tested  semi-
annually at the facilities as identified in the Scope of Services, Section Three (3), Location of 
Services.  If any component should fail, corrective action shall be taken at the time of discovery 
and/or repaired within five (5) working days.  Should the Contractor be unable to complete the repair 
within five (5) working days, the Contractor shall notify the Administrator of Logistics or designee 
and document in writing why the service can not be performed.   

 
 
 

Promoting Public Safety through Integrity, Respect, Professionalism, Accountability and Collaboration 
 
State of NH, Department of Corrections  RFP 13-06-GFMAINT, closing date: 5/17/2013 
Division of Administration, Bureau of Logistics   
 
  Vendor Initials: _______ 



Promoting Public Safety through Integrity, Respect, Professionalism, Accountability and Collaboration 
 
State of NH, Department of Corrections  RFP 13-06-GFMAINT, closing date: 5/17/2013 
Division of Administration, Bureau of Logistics   
 
  Vendor Initials: _______ 

 
• Insert: All operational components of the fire alarm system must be inspected and tested  annually at 

the facilities as identified in the Scope of Services, Section Three (3), Location of Services.  If any 
component should fail, corrective action shall be taken at the time of discovery and/or repaired within 
five (5) working days.  Should the Contractor be unable to complete the repair within five (5) 
working days, the Contractor shall notify the Administrator of Logistics or designee and document in 
writing why the service can not be performed.   

 
(3) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 

5.7, Frequency and Timeliness of Services, Paragraph 5.7.3, p. 19 of 69.  
 

• Delete: The NH State Prison for Men, Concord, NH: Fifty percent (50%) of the fire alarm system(s) 
must be inspected and tested quarterly.  Weekly or biweekly inspections and testing may be 
performed as long as two (2) complete semi-annual system checks are performed. 

 
• Insert: The NH State Prison for Men, Concord, NH: Twenty-five percent (25%) of the fire alarm 

system(s) must be inspected and tested quarterly.  Weekly or biweekly inspections and testing may be 
performed as long as one (1) complete annual system checks are performed. 

 
(4) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 

5.7, Frequency and Timeliness of Services, Paragraph 5.7.4, p. 19-20 of 69.  
 

• Delete: The Northern NH Correctional Facility, Berlin, NH;  NH State Prison for Women  
Goffstown, NH; Southern Administrative Locations: NH State Prison – Warehouse and NH State 
Prison Farm & Retail Store, Concord, NH; Southern Probation & Parole District Office, Concord, 
NH; Community Corrections, Transitional Housing Units (THU): North End House, Shea Farm, 
Concord, NH and Calumet, Manchester, NH and Community Corrections, Transitional Work Center 
(TWC): Minimum Security Unit (MSU) Concord, NH: One hundred percent (100%) of the fire alarm 
system must be inspected and tested semi-annually. 

 
• Insert: The Northern NH Correctional Facility, Berlin, NH;  NH State Prison for Women  Goffstown, 

NH; Southern Administrative Locations: NH State Prison – Warehouse and NH State Prison Farm & 
Retail Store, Concord, NH; Southern Probation & Parole District Office, Concord, NH; Community 
Corrections, Transitional Housing Units (THU): North End House, Shea Farm, Concord, NH and 
Calumet, Manchester, NH and Community Corrections, Transitional Work Center (TWC): Minimum 
Security Unit (MSU) Concord, NH: One hundred percent (100%) of the fire alarm system must be 
inspected and tested annually. 

  
(5) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 

5.7, Frequency and Timeliness of Services, Sub-Paragraph 5.7.9.2, p. 20 of 69.  
 

• Delete: Travel Costs shall consist of mileage and travel time (portal to location of service). 
 

• Insert: Travel time shall be computed for each technician/mechanic at the Contractor’s per person 
hourly rate paid in increments of fifteen (15) minutes from the Contractor’s home base or last job site, 
whichever is closest, to the Department’s location and return to home base.     
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(6) Addendum Descriptor:  Change/Correction/Clarification: Section B: Scope of Services, Exhibit A, Section 
6.5, Contractor Employee Information, Paragraph 6.5.2, p. 22 of 69. 

 
• Delete: The NH Department of Corrections will notify the Contractor of any potential Contractor/and 

or subcontractor employee who does not comply with the criteria identified in Paragraph 13.5.3., 
below. 

 
• Insert: The NH Department of Corrections will notify the Contractor of any potential Contractor/and 

or subcontractor employee who does not comply with the criteria identified in Paragraph 6.5.3., 
below. 

 
(7) Addendum Descriptor:  Change/Correction/Clarification: Section E: NHDOC Inventory for Fire Alarm 
Systems, Northern Correctional Facility (NCF), Appendix A, p. 35-45 of 69. 
 
NHDOC Inventory for Fire Alarm Systems, Northern Correctional Facility (NCF), Appendix A  
 

NHDOC Inventory for Fire Alarm Systems, Appendix A 
Location  Description Make  Model  
Northern Correctional Facility (NCF)    
 Control Panel Simplex 4100 Series 
    Various Smoke Detector Simplex 4098-9714 or 9792 
    Various Heat Detector Simplex 2098-9445 
    Various Duct Smoke  Simplex 7098-9751 or 9714 
    Various Horn Strobe Simplex 4903-9424 or 9423 
    Various Strobe Simplex 4904-9311 or 9305 
    Various Control Zam Simplex 2190-9163 
    Various Manual Pull Station Simplex 2099-9761 or 9813 

 


