
EXHIBIT 42

Proposed Amendment to the 2006 International Plumbing Code

Modify Section 607.1 Where Required as follows:

607.1 Where required. In residential occupancies, hot water not to exceed 130 degrees F
shall be supplied to all plumbing fixtures and equipment utilized for bathing, washing,
culinary purposes, cleansing, laundry or building maintenance. In nonresidential
occupancies, hot water not to exceed 130 degrees F shall be supplied for culinary
purposes, cleansing, laundry or building maintenance purposes. In nonresidential
occupancies, hot water or tempered water shall be supplied for bathing and washing
purposes. Tempered water shall be supplied through a water temperature limiting device
that confonns to ASSE 1070 and shall limit the tempered water to a maximum of 110
degrees F (43 degrees C). This provision shall not supercede the requirement for
protective shower valves in accordance with Section 424.3.


