
EXHIBIT 61 
 

2009 International Plumbing Code 
 
New Amendment Proposal IPC 2009 – 501.6, 501.8 (130 degree water 
temperature) 
(Note:  See also New Amendment Proposals for IMC 1002.2.2, IMC 1002.4, IRC 2801.8, 
IRC 2801.9, and IRC 2802.2) 
 
CURRENT LANGUAGE of the 2009 IPC: 
501.6   Water temperature control in piping from tankless heaters. The temperature 
of water from tankless water heaters intended for faucets shall be a maximum of  140 
degrees F (60 degrees C) when intended for domestic uses. This provision shall not 
supersede the requirement for protective shower valves in accordance with Section 424.4. 
501.8 Temperature Controls. All hot water supply systems shall be equipped with 
automatic temperature controls capable of adjustments from the lowest to the highest 
acceptable temperature settings for the intended temperature operating range. 
 
CURRENT LANGUAGE of the 2006 IPC as amended by NH: 
501.6 Water temperature control in piping from tankless heaters.  The temperature of water 
from tankless heaters shall be a maximum of []130 degrees F (60 degrees C) when intended for 
domestic uses.  When a tempering device is used to limit the maximum water distribution system 
temperature it shall conform to ASSE 1017.  This provision shall not supersede the requirement 
for protective shower valves in accordance with Section 424.3. 
Approved 2/8/08 
 
 
PROPOSED CHANGES: 
501.6 Water temperature control in piping from tankless heaters. The temperature of 
water from tankless water heaters intended for faucets for domestic or personal hygiene 
use shall be a maximum of  130 degrees (55 C) F 140 (60 degrees C) when intended for 
domestic uses. A tempering device conforming to ASSE 1017 shall be installed to 
control the water temperature. This provision shall not supersede the requirement for 
protective shower valves in accordance with Section 424.4. 
 
501.8  Temperature controls. All hot water supply systems shall be equipped with 
automatic temperature controls capable of adjustments from the lowest to the highest 
acceptable temperature settings for the intended temperature operating range. The 
temperature of water supplied to faucets for domestic or personal hygiene use shall be 
limited to a maximum of 130 degrees F ( 55 degrees C). 
 
 
REASON: 
Consistency of 130 degree water temperature requirement at domestic use faucets. 
 


